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NOTES FOR DESIGNER: (Do NOT INCLUDE ON CONSTRUCTION DRAWINGS)

1.

SEE SHEET 3

KEYED NOTES:

PROVIDE ADEQUATE CLEARANCE ABOVE
UNIT FOR OPERATION OF VALVES OR

UNIT REPAIR.

AR GAP FITTING FURNISHED WITH
BACKFLOW PREVENTER.

(3D BYPASS PIPING AROUND BFP IS

PROBHBITED.

DRAWING DEVELOPED FOR ML—3/
ML—4 PROJECTS.
ML—2, ADDITIONAL REQUIREMENTS
AND QA REVIEWS ARE REQUIRED.
(REMOVE THIS NOTE WHEN IN—

SERTED INTO A DRAWING PACK—

FOR ML—1/

7~ ADDED KEYED NOTE 3. DWG NO WS
3 6704 v ST—-D10—30GEN—1. R RE
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CLEARANCE

REVISED 0 COMPLY WITH DRATING MANUAL.
DELETED "DIM AND WEIGHT" TABLE, REVISED

DIMENSIONS AND ADDED KEYED e | Ay

CLASS
REV.

DESCRIPTION

FACILITY & WASTE OPERATIONS
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